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SPECIAL CONDITIONS FOR OPERATING PERMIT

1. PERMITTED ACTIVITIES

In accordance with the provisions of 310 CMR 7.Qfpéndix C and applicable rules and regulations, the
Permittee is authorized to operate air emissiots @s shown in Table 1 and exempt, and insignifican
activities as described in 310 CMR 7.00:Appendi%)@() and (i). The units described in Table 1sargject to
the terms and conditions shown in Sections 4, & 6aand to other terms and conditions as spedifitius
Permit. Emissions from the exempt activities shalincluded in the total facility emissions foe tamission-
based portion of the fee calculation describedl.ih GMR 4.00 and this Permit.

A. DESCRIPTION OF FACILITY AND OPERATIONS

MASSPOWERIis a nominal 264 megawatts (“MW") combined-cyctgeneration electric power plant
located on 750 Worcester Street in Indian Orch8mti(gfield), Massachusetts. It is a two-on-one
configuration; two General Electric (“GE”) 7EA dualel (pipeline natural gas or distillate fuel olil
delivered by truck) combustion turbine-generatasheexhausting to a Zurn unfired heat recoverynstea
generator (“HRSG"). Although the facility is coniged of three generators, the facility is operated
rated as a single unit within the Independent Sysbperator — New England (“ISO-NE”) system.

MASSPOWERS an electric wholesale generator (‘EWG”) thatssiéé capacity, energy, and other ancillary
services into the ISO-NE market. The facility vegproved by MassDEP on September 5, 1990 and
commenced commercial operation in 1993.

The combustion turbines are subject to 40 CFR @&garSubpart GG (Standards of Performance for
Stationary Gas Turbines). The combustion turbaressubject to the Title IV Acid Rain Program of th
1990 Clean Air Act Amendments as defined by EPAQrCFR Part 72.6 which states that a unit which
commenced construction after November 15, 1990sapgdly greater than one-third its potential eleetri
output capacity or equal to or less than 219,000evi\ié actual electric output on an annual basisjo
utility power distribution system for sale (on ags basis) shall be an affected unit.

As part of this operating permit renewal applicatieview, a compliance assurance monitoring
(CAM) applicability determination was conducted eTdetermination concluded that the combustion
turbines are exempt from complying with the CAMuiggments of 40 CFR Part 64 since the emission
limitations for which there is a control device agguired to have a continuous compliance detettiima
method, as defined in 40 CFR 64.1. This exempta@pecified in 40 CFR 64.2(b)(1)(vi).

The facility has a remote reservoir cold cleaniegréaser which is exempt from the plan approval
requirements of 310 CMR 7.02 in accordance withGMR 7.03(8). However, the cold cleaning degreaser
is subject to the applicable requirements of 310RCML8(1) and 7.18(8)(a).

The facility is considered to be a major sourceesiih has the potential to emit greater than 108 fer

year of particulate matter (PM) including PM10 (RNth an aerodynamic diameter equal to or less fltan
microns) and PM2.5 (PM with an aerodynamic diametgral to or less than 2.5 microns), 50 tons par ye
of volatile organic compounds(VOCs), 50 tons pearyaf nitrogen oxides (N§), 100 tons per year of
carbon monoxide and, 100 tons per year of sulfaxide. Therefore the facility is subject to the @jig
Permit and Compliance Program pursuant to 310 CNR: Appendix C(2).
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The facility submitted calculations to MassDEP iaywW2002 demonstrating potential HAPs emissions of
less than 10 tons per year of any individual HA®r{faldehyde) and 25 tons per year of any combinatio
of HAPs.

The facility is a “major stationary source” purstitmthe Emission Offsets and Nonattainment Review
regulations of 310 CMR 7.00: Appendix A becausefttudity has the potential to emit more than 50sto
per year of NQ and more than 50 tons per year of VOCs.

The facility is a “major stationary source” purstitmthe Prevention of Significant Deterioration
regulations of 40 CFR § 52.21 since it has thermiiketo emit more than 100 tons per year of a seurce
review regulated pollutant.

The owner/operator of MSSPOWERis subject to and shall comply with the Massactis<&lean Air
Interstate Rule (CAIR), 310 CMR 7.32 and has sutehia. CAIR emission control application pursuant to
310 CMR 7.32(3). 310 CMR 7.28 has been superseg8d10 CMR 7.32.

The owner/operator of MSSPOWERis subject to the “Massachusetts {EBddget Trading Program” stated
at Regulation 310 CMR 7.70. This is a “cap-andéfaystem addressing carbon dioxide emissions that
took effect in January 2009. The requirements contained in the {Eudget Trading Program Emission
Control Plan Approval (Transmittal No. X006876)ethDecember 10, 2008, have been included in this
operating permit.

Massachusetts promulgated the 310 CMR 7.71: Regoofi Greenhouse Gas Emissions regulations on
June 26, 2009. Pursuant to 310 CMR 7.71(3)(a)ASMPOWERIs subject to the applicable requirements
of this regulation which have been included in thpgrating permit.
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2. EMISSION UNIT IDENTIFICATION

Renewal Air Quality Operating Permit

The following emission units (Table 1) are subjecind regulated by this Operating Permit:

Table 1

Emission Unif]
(EU#)

Description of
Emission Unit

EU Design Capacity

Pollution Control Device (PCD)

EU1

Gas Turbine 18—

Natiral Gas and #2 Fuel Ol
Fired General Electric 7TEA
Combined Cycle
Combustion Turbine

1250 MMBtu/hf’

Steam Injection &
Selective Catalytic Reduction

EU 2

Gas Turbine 1B —

Natural Gas and #2 Fuel +
Fired General Electric 7TEA
Combined Cycle

Combustion Turbine

1250 MMBtu/hf’

Steam Injection &
Selective Catalytic Reduction

EUS

Remote Reservoir Cold

Cleaning Degreaser

n/a

None

Table 1 Key:

EU# = Emission Unit

PCD = Pollutio

n Control Device

MMBtu/hr = Million British thermal units per hour
n/a = not applicable
ISO = International Standards Organization

Table 1 Footnotes:
(1) The stack parameters for Gas Turbine 1A and 1Bdargical, and are as follows: Ht=213 feet, |.D15:75 feet
(2) At 1ISO conditions (59 F, 60% relative humidity,dean atmospheric pressure of 14.7psia (29.92 indiggs
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3. IDENTIFICATION OF EXEMPT ACTIVITIES

The following are considered exempt activitieséoadance with the criteria contained in 310 CMR
7.00: Appendix C(5)(h):

Table 2

Description of Current Exempt Activities Reason

The list of current exempt activities is contaiirethe 310 CMR 7.00:Appendix C(5)(
Operating Permit application and shall be updated b
the Permittee to reflect changes at the facilityrdlie
Permit term. An up-to-date copy of exempt actiti
list shall be kept on-site at the facility and ggshall
be submitted to the MassDEP’s Regional Office.
Emissions from these activities shall be reportethe
annual emissions statement pursuant to 310 CMR 7.12
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4. APPLICABLE REQUIREMENTS

A. OPERATIONAL AND/OR PRODUCTION EMISSION LIMITS AND ESTRICTIONS

The Permittee is subject to the limits/restrictiasontained in Table 3 below:

Table 3
EU# | Fuel/Raw | Pollutant | Operational Emissions Limits/Standard$”® Restrictions |  Applicable Regulation
Material/ and/or and/or
Production Approval No
Limits
1 Natural Gas PM® None Gas — 6.3 Ib/hr; 0.006 Ib/MMBtu 93.6 tpy? [DEP Approval # 1-P-95-025 (9/8/95)
2 And Oil — 51.0 Ib/hr; 0.049 Ib/MMBtu
Distillate Oil
SO None Gas — 6.4 Ib/hr; 0.006 Ib/MMBtu 237.0tpy’  |DEP Approval # 1-P-95-025 (9/8/9p)
il — 222.0 Ib/hr; 0.204 Ib/MMBtu
NO None Gas — 37.6 Ib/hr; 0.036 Ib/MMBtu 394.0tpy® |DEP Approval # 1-P-95-025 (9/8/95)

Oil — 77.0 Ib/hr; 0.070 Ib/MMBtu

300 Ib per startup or shutdown evént

As of the allowance deadline for a control peripd,
the owners and operators of each CAIRNZZON
Season source and each CAIR;NQzone Seasd
unit at the source shall hold, in the source’s
compliance account, CAIR NODzone Season
allowances available for compliance deduction
the control period under 310 CMR 7.32(6)(e)1] In
an amount not less than the tons of total nitrogen
oxides emissions for the control period from all
CAIR NOyx Ozone Season units at the source| as
determined in accordance with 310 CMR 7.32(8).

cO None Gas — 23.95 Ib/hr; 0.022 Ib/MMBtu 98.0tpy?  |DEP Approval # 1-P-95-025 (9/8/9p)
Oil — 23.95 Ib/hr; 0.022 Ib/MMBtu

1,000 Ib per startup or shutdown evént
VOC None Gas — 2.3Ib/hr; 0.002 Ib/MMBtu 28.0tpyY?  |DEP Approval # 1-P-95-025 (9/8/95)
Oil — 11.0 Ib/hr; 0.01 Ib/MMBtu

Regulation 310 CMR 7.32

>
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Table 3
EU# | Fuel/Raw | Pollutant | Operational Emissions Limits/Standard$”® Restrictions |  Applicable Regulation
Material/ and/or and/or
Production Approval No
Limits
1 NHz® None Gas or Oil — 15.3 Ib/hr 134.0tpy? |DEP Approval # 1-P-95-025 (9/8/95)
2 80 Ib per startup or shutdown evént
Sulfur in Gas None < 0.8% sulfur by weight None DEP Approval # 1-P-95-025 (9/8/9b
40 CFR 60.333(b)
Sulfur in Ol None <0.204 Ib/MMBtu< 0.2% S by weigt? None DEP Approval # 1-P-95-025 (9/8/9b
<0.05% S by weight July 1, 2014 through Regulation 310 CMR 7.63
June 30, 2018
< 0.0015% S by weight on and after July 1, 2018
Natural Gas Opacity None < 20%, except 20 ta 40% for< 2 minutes durin Regulation 310 CMR 7.06(1)(b)
any one hour
Distillate Oil Opacity None < 10%, at all times DEP Approval # 1-P-95-029/8/95)
All fuels CO None Hold CG; allowances available for compliance n/a Regulation 310 CMR 7.70(1)(e)3.j.
(notes 11 and 12) Transmittal # X006876 (12/10/08)
______________ (stateonly) . . __
CO, allowance transfers Regulation 310 CMR 7.70(7)
Transmittal # X006876 (12/10/08)
(state only)
5 degreasing voc® None Solvent Vapor Pressurd .0 mm Hg at 20 °C | Each degreasef Regulation 310 CMR 7.18(8)(a)
solvents shall use lessthg  Regulation 310 CMR 7.18(1)
100 gallons of Regulation 310 CMR 7.03(8)
solvent per
calendar month
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Table 3

EU# | Fuel/Raw | Pollutant | Operational Emissions Limits/Standard$”® Restrictions |  Applicable Regulation

Material/ and/or and/or

Production Approval No
Limits
Facility- Natural Gas Smoke None No. 1 of “the Chart” no more than 6-minutes| None Regulation 310 CMR 7.06(1)(a

wide And during any one hour, no time to exceed No. 2|of

Distillate Oil ‘the Chart”

Greenhouse N/A Regulation 310 CMR 7.71
gas? (state only)

Table 3 Key:

NO, = Nitrogen Oxides Ib = pounds

CO = Carbon Monoxide Ib/MMBtu = pounds per Million British thermal units

VOC = Volatile Organic Compounds Ib/hr = pounds per hour

SQ, = Sulfur Dioxide ppm = parts per million

PM = Total Particulate Matter mm Hg = millimeters of mercury

NH3 = Ammonia tpy = tons per year

Opacity = exclusive of uncombined water vapor < =less than or equal to

% = percent
Table 3 Foot Notes:

(1) Emission limits expressed as pounds per hour (fpafid pound per million Btu (Ib/MMBtu) are based@one-hour average.

(2) The “Ib/hr” and “Ib/MMBtu” emission limits are “peurbine” limits and do not apply during conditioofstartup, shutdown, malfunction or equipmenaoiag.

(3) Emission limits expressed as tons per year (tgy/pased on a rolling 12 month total for both tuelsicombined.

(4) Particulate matter (PM) are measured accordinga@pplicable procedures specified in 40 CFR FaAgpendix A, Method 5.

(5) The “Ib/event” emission limits are “per turbinefrlits under startup or shutdown conditions and afiplyatural gas firing only. Emission limits exgsed as
Ib/event are based on a startup or shutdown ekabtiay last up to 3 hours. Emission limits follygants other than NQ CO, & NH; during startup or shutdown
are defined by the ‘normal operation’ limits speifherein.

(6) Massachusetts State only limit.

(7) % Sulfur by weight limit is based on 19,633 Btu peund distillate oil (HHV).

(8)

©)

As provided in 310 CMR 7.05(1)(b)2. any person awgnieasing or controlling the operation of a fbgl utilization facility may burn any existingack of
fossil fuel oil at the facility, but shall not agitedelivery of a fuel with a sulfur content in esseof the limits in 310 CMR 7.05(1)(a)1.: Tablerlar after the
applicable date(s) in 310 CMR 7.05(1)(a)1: Tablextept as provided in 310 CMR 7.05(1)(b)3.

Petroleum hydrocarbon (contains no halogens).



MASSPOWER Renewal Air Quality Operating Permit
Appl. # 1-0-10-007; Trans. #X231873
Page 10 of 34

Table 3 Foot Notes (Continued):

(10)Greenhouse Gaweans any chemical or physical substance thaiisegl into the air and that the department magarably anticipate will cause or contribute to
climate change including, but not limited to, £QGH;,;, N,O, Sk, hydrofluorocarbons (HFCs), and perfluorocarbd?B(s).

(11) Compliance with C@allowances shall be based on the control peridte control period is a three-calendar-year tinméoge unless extended to four years upon
occurrence of a stage two trigger event. Conteoioal and stage two trigger event are defined &t@QUR 7.70(1)(b).

(12)Hold CG, allowances available for compliance deductionsear®@0 CMR 7.70(6)(e), as of the g@lowance transfer deadline, in the source’s caampke
account in an amount not less than the total CO2soms for the control period from all GOudget units at the source, as determined in daoce with 310
CMR 7.70(6) and (8).
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B. COMPLIANCE DEMONSTRATION

The Permittee is subject to the monitoring/testiegprd keeping, and reporting requirements as
contained in Tables 4, 5, and 6 below and 310 CMIR Appendix C (9) and (10) and applicable
requirements contained in Table 3:

Table 4a
EU# Monitoring And Testing Requirements
1 MASSPOWERSshall
2

1. Inaccordance with MassDEP Approval #1-P-25-®/8/95), calibrate, test and operate continuous
emissions monitors (CEMs) and Data Acquisition 8&ys(DAS) to continuously monitor and record flug
gas emissions of NQCO, and NH (after the SCR unit).

17

2. In accordance with MassDEP Approval #1-P-25-(®/8/95), calibrate, test, and operate a coatisu
opacity monitoring system (COMS) including a DASctntinuously monitor and record the opacity pf
each unit when burning distillate oil.

3. In accordance with MassDEP approval #1-PZ5{0/8/95), operate and maintain the opacity C@Ms
accordance with the quality assurance provisiof®0dEFR 60 Appendix B and F.

4. In accordance with MassDEP Approval #1-P-25-(®/8/95), ensure that the CO andJHEMs and
Opacity monitors comply with the quality assurapoavisions of 40 CFR 60 Appendix B and F, as
applicable, except that the data validation andueacy for performing daily calibration error (Ciepts
and frequency of performing routine QA cylinder gaslits (CGA) and Relative Accuracy Test Audifs
(RATA), as applicable, will be in accordance withatjity assurance provisions for NOX CEMS
contained in 40 CFR 75 Appendix B, section 2.1G&; section 2.2 for CGA and section 2.3 for RATA.

5. In accordance with MassDEP Approval #1-P-25-(®/8/95) and 40 CFR 60.334, ensure that the N
CEMs complies with the quality assurance provisioh40 CFR Part 75 Appendix B.

6. In accordance with 310 CMR 7.00 Appendix (3., ensure that the flue gas CEMS equipment
operates at all times the emission unit is opegatmncept for periods of CEMS QA/QC activities,
maintenance and repair. Except for periods of CEMBQC activities, obtain valid hourlgverage da
for at least 90% of the hours per calendar-yeartgugJanuary-March, April-June, July-September,
October-December) during which the emission unifgsrating.

o

7. In accordance with 310 CMR 7.00: Appendix)Q{$B., use only valid data to calculate the erissi
rate averages using conversion factors from 40 &FBr approved by MassDEP and EPA.

8. In accordance with MassDEP Approval #1-P-95-(8/8/95) a quality control/ quality assurance
(QA/QC) program which has been developed and agporby MassDEP for the long term operation |pf
the CEMS shall conform to 40 CFR 60 Appendix F ieguents. Any subsequent changes will be done
with approval from MassDEP.

9. In accordance with MassDEP Approval #1-P-25-®/8/95) continuously monitor the fuel consuropti
of each turbine except for periods of QA/QC adtdgt maintenance and repair of the fuel consumptior|
monitoring equipment.

10. In accordance with MassDEP Approval #1-Fa925-(9/8/95), equip each unit with alarms and carausly
monitor the temperatures at the inlets to the S&RIyst, except for periods of QA/QC activities,
maintenance and repair of the SCR inlet temperatargtoring equipment.
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Table 4b

Monitoring And Testing Requirements

=

MASSPOWER shall

11. In accordance with 40 CFR §60.334(h)(4), 4R&CB Appendix D section 2.3, and the custom sargf
schedule approved in EPA’s Letter (dated 3/23/8®)nitor the sulfur content and gross calorificueal

of the natural gas taken from the supply linesilggtb the MASSPOWERfacility on a semi-annual
basis.

Compliance with % sulfur-in-fuel requirement wikk llemonstrated through testing certification, wh
shall document that sulfur testing has been domedordance with the applicable ASTM test metho

s
(D129-95, D1266-91, D1552-95, D2622-92, and D4204e® sulfur), or any other method approvedﬂjby

MassDEP and EPA.

n

ch

12.

In accordance with 40 CFR 860.334(h)(4), 4RCB Appendix D section 2.2, and a custom samplifg

schedule approved in EPA’s Letter (dated 3/23/P&)ssDEP Approval #1-P-95-025 (9/8/95),

310CMR 7.05(1)(a)., monitor the sulfur content, sign and higher heating value of fuel oil receiad

the facility.

Compliance with % sulfur-in-fuel requirements v demonstrated through testing certification, Whjic

shall document that sulfur and nitrogen testinghieen done in accordance with the applicable ASTM

test methods (D129-95, D1266-91, D1552-95, D2622a8d D4294-90 for sulfur) or any other methpd

approved by MassDEP and EPA.

13.

In accordance with 310 CMR 7.32, monitor asd &s required by the Massachusetts Clean Aistate
Rule (CAIR).

14.

In accordance with 310 CMR 7.70(8)(a)1.a. Brahsmittal #X006876, install all monitoring system
necessary to monitor G@ass emissions in accordance with 40 CFR Pagxtgpt equation G-1 in
Appendix G shall not be used to determine, @@issions under 310 CMR 7.70(8). (State only
Requirement)

15.

In accordance with 310 CMR 7(8(§a)2.a. and Transmittal # X006876, each,®0dget unit that
commenced commercial operation before July 1, 200&t be in compliance with the requirements
310 CMR 7.70(8) by January 1, 2009. (State onlyuRegent)

16.

In accordance with 310 CMR 7.70)(h)1. and $naittal # X006876, submit to MassDEP or its agent
net electrical output. (State only Requirement)

17.

In accordance with 310 CMR 7.70(h)2. and Tratial # X006876, C@budget sources selling steam
should use billing meters to determine net steatpubu(State only Requirement)

18.

In accordance with 310 CMR 7.70(h)4.a. anah3mattal # X006876 the billing meter shall recdrd t
electrical or thermal output. (State only Requirathe

19.

In accordance with 310 CMR 7.70(8)(h)5.c. @armhsmittal # X006876, when a component of output
measurement equipment fails to pass an accuragatiedata shall be replaced by either zero or an
output value that is approved as part of the manigoplan required under 310 CMR 7.70(8)(h)3.unti
the component passes an accuracy test or is rephateanother piece of equipment that passes the
accuracy test. (State only Requirement)

. In accordance with 310 CMR 7.18(8)(h), upayuest by MassDEP, perform or have performed tesfs t

demonstrate compliance. Testing shall be conduntadcordance with a mettl approved by MassDE
and EPA.
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Table 4c

Monitoring And Testing Requirements

Facility- | MASSPOWERshall

wide 21. In accordance with 310 CMR 7.13 Stack Testogduct stack testing, upon written request of

MassDEP, for any air contaminant for which MassDaR determined testing is necessary, to asceftain
compliance with MassDEP’s regulations or desigrraygd provisos. All such testing shall be condu
in accordance with 310 CMR 7.13 (1) and (2), anddoordance with the applicable procedures
specified in 40 CFR 60 Appendix A or other methioapiproved by MassDEP and EPA.

In accordance with 310 CMR 7.02(8), any compliatermination with the allowable particulate
emission rate shall be conducted under isokirsetiopling conditions and in accordance with EPA tgst
methods, as appropriate, including but not limiedEPA Methods 1-5, as specified in 40 CFR Payt (60
Appendix A.

In accordance with 310 CMR 7.00: Appendix C(9)&)y emission testing to demonstrate compliange
with the allowable emission limits shall be in ac@nce with, but not limited to, EPA Methods 1-5 f
particulate matter, Method 7E for NOMethod 10 for CO, and Method 9 for smoke/opadity/specifie
in 40 CFR 60, Appendix A.

1=

22. In accordance with 310 CMR 7.00: Appendix @f{R)monitor operations such that information may
compiled for the annual preparation of a Sourceistegion/Emission Statement Form as required b
310 CMR 7.12.

=

23. In accordance with 310 CMR 7.71(1) and Appei@iP) establish and maintain data systems or decpr
keeping practices (e.g. fuel use records, SF6 udagementation, Continuous Emissions Monitoring
System) for greenhouse gas emissions to ensureliemwgwith the reporting provisions of M.G.L. ¢
21N, the Climate Protection and Green Economy 8tt2008, c. 298, § 6. (State only requirement

Table 4Notes:

EU # = Emission Unit EGU = Electric Generating Unit

CEM = Continuous Emission Monitor NOy = Oxides of Nitrogen

CFR = Code of Federal Regulations CO = Carbon Monoxide

CMR = Code of Massachusetts Regulations NH3 = Ammonia

COMS = Continuous Opacity Monitoring System SCR = Selective Catalytic Reduction
DAHS = Data Acquisition and Handling System CGA = Cylinder Gas Audit

EPA = Environmental Protection Agency RATA = Relative Accuracy Test Audit
ASTM = American Society for Testing and Materials SF6 = Sulfur Hexafluoride
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Table 5a
EU# Record Keeping Requirements
1 MASSPOWERshall
2 1. In accordance with MassDEP Approval #8278/@2) and 310 CMR 7.00: Appendix C(10)(b).,

maintain a record of all measurements, calibrattoecks, maintenance or adjustments, and
performance evaluations [i.e. quarterly recordthefresults of all cylinder gas audits (CGAs) and
relative accuracy test audits (RATAS)] performedlom NQ, CO, GQ, and NH CEMs.

In accordance with 310 CMR 7.00: Appendix)Q{$B., shall measure and record for each unit daily
basis: type fuel(s) burned each day, heat confezdiah fuel, the total heating value of the fo@hsume
for each day, the actual emission rate (for emissimits demonstrating compliance with CEMS), a
the allowable emission rate.

d

In accordance with MassDEP Approval #1-P-25-®/8/95) and 310 CMR 7.00: Appendix C, all
operating and monitoring records and logs will @rmained for the life of the facility, and makeadable
to MassDEP upon request the five most recent ydats.

In accordance with MassDEP Approval #1-P-25-®/8/95) and 310 CMR 7.00: Appendix C(10)(b).,
retain onsite, for five years, permanent recordsugput from all continuous monitors for flue gas
emissions (CEMS and COMS), and fuel consumptiohbegilretained onsite and be made available to
MassDEP upon request.

In accordance with MassDEP Approval #1-P-25-®/8/95) continuously record the fuel consumptid
each unit (pursuant to 40 CFR 60, subpart GG).

In accordance with MassDEP Approval #1-P-25-®/8/95) and 310 CMR 7.00 Appendix C(10)(b),
maintain a log (may be computer generated) of padid that distillate oil is fired in the turbine$his
log shall contain the date, duration of oil firimgymulative hours of ail firing for the previous frfbnths
and the amount of oil fired.

In accordance with MassDEP Operating PerfiriD#5-022 (9/3/99) and 310 CMR 7.00 Appendix
C(10)(b), maintain a log (maybe computer generatétt)e hours each turbine is operated in a candif
startup, shutdown, malfunction, and /or equipmédring. This log shall contain the date, duratibn
operation in the specified mode, and the cumuldtougrs of operation for the previous 12 months.

In accordance with MassDEP Approval #1-P-25-®/8/95) and 310 CMR 7.00 Appendix C(10)(b),
maintain continuous records documenting, for eadbirte, the power output levels and whether the S
control system is concurrently operational.

In accordance with 310 CMR 7.00: Appendix@(fh)., maintain copies of all fuel supplier ceditions
or fuel oil analyses on site for a period of fiveays.

10.

In accordance with 40 CFR §60.334(h)(4) and a costampling schedule approved in EPA’s Lettelf

(dated 3/23/98 maintain a file of the certificates of analy&is each analysis (sulfur content and hea
value analysis done semiannually) of natural gapléed to the facility.

11.

In accordance with 40 CFR §60.334(h)(4) andstom sampling schedule approved in EPA’s Lette
(dated 3/23/93), and 310 CMR 7.00 Appendix C(9)(ttaintain a file of the certificates of analysis
which shall document the sulfur content and hidtesating value for each shipment of distillate foiél
received at the facility.

12.

In accordance with MassDEP Approval #1-P-95{®28/95) a running, written log for each fuel gding
procedure will be maintained. The log will ideptihe date and time the sample was taken, thersulfu
content, and any action taken as a result of th@img. Records will be maintained of the analgsis

natural gas.
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Table 5b

EU#

Record Keeping Requirements

[N

MASSPOWERshall
13.

In accordance with MassDEP Approval #1-P-95{®28/95), maintain a log book, which may be jpért
the operation logs, to record any emergency reteasevell as any problems, upsets or failures egedc
with the emission control and ammonia handlingesyist

14.

Comply with all applicable recordkeeping reguients contained in 40 CFR 60 and 310 CMR 7.32
Massachusetts Clean Air Interstate Rule (CAIR).

15.

In accordance with 310 CMR 7.70(8)(e)1. areh¥mittal # X00687&omply with all recordkeeping al
reporting requirements in 310 CMR 7.70(8)(e), vathapplicable record keeping and reporting
requirements under 40 CFR 75.73, and with the reménts of 310 CMR 7.70(2)(a)5. (State only
Requirement)

16.

In accordance with 310 CMR 7(8J{h)6.a. and Transmittal # X006876, comply withalkput
recordkeeping and reporting requirements in 310 CGM®(8)(h) and with the requirements of 310
CMR 7.70(1)(e)5. and (2)(a)5. (State only Requinethe

17.

In accordance with 310 CMR 7.70(8)(h)6.b. &rehsmittal # X006876, retain data used to monitor,
determine, or calculate net generation for tens/&@m the date reported. (State only Requirement)

18.

In accordance with 310 CMR 7.03(6), prepackraaintain daily records sufficient to demonstrate
compliance with the solvent use rates stated inGIR 7.03(8).

19.

In accordance with 310 CMR 7.18(8)(g), preare maintain daily records sufficient to demoristra
continuous compliance. Records kept to demonstatgliance shall be kept on-site for three yeads 4
shall be made available to representatives of MEBsind EPA in accordance with the requirements qf
an approved compliance plan or upon request. Batids shall include, but are not limited to:

identity, quantity, formulation and densitysolvent(s) used;

quantity, formulation and density of all wastdvent(s) generated,;

actual operational and performance charadtayist the degreaser; and

any appurtenant emissions capture and comjupment, if applicable; and

any other requirements specified by MassDE®ynapproval(s) and/or orders issued to the fgcilit

®oo0 o e

Facility-
wide

20.

In accordance with 310 CMR 7.00 Appendix C(fi))maintain records of all monitoring data and
supporting information on-site for a period of @gt five years from the date of the monitoring gam
measurement, report or initial operating permitliaggion.

21.

In accordance with 310 CMR 7.12(3)(b), mamtipies of Source Registration and other inforomati
supplied to MassDEP to comply with 310 CMR 7.12jckiishall be retained by the facility owner or
operator for five years from the date of submittal.

22.

In accordance with 310 CMR 7.71 (6) b. anctain at the facility for five years and make #afdlie to
the Department upon request copies of the docuniemtaf the methodology and data used to
quantify emissions. (State only requirement)

he

f

Table 5 Notes:

EU # = Emission Unit COMS = Continuous Opacity Monitoring System
CFR = Code of Federal Regulations NOx = Oxides of Nitrogen

EPA = Environmental Protection Agency CO = Carbon Monoxide

EGU = Electric Generating Unit NH3 = Ammonia

CEMs = Continuous Emission Monitoring System SCR = Selective Catalytic Reduction
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Table 6a
EU# Reporting Requirements'”
1 MASSPOWERshall
2 1. In accordance with DEP Approval #1-P-95-02/8/05) and 310 CMR 7.00:Appendix C(10), submit

report to MassDEP and EPA regional office by the @&y of the month and will contain the following

information:

a. asummary of emission data showing any exausdrom allowable emission levels or operating
conditions. An explanation of any excursions shalincluded and quantified to the extent feasil

b. each period during which there is any firifigoi. The report will include the date of oil ifiig, the
amount of oil fired, the reasons and duration ifi§f. The report will summarize the number of
hours of ail firing and the total amount burned tioe year-to-date and for the previous 12 month

c. asummary for each period during which aihelmperates in a condition of startup, shutdown,
malfunction, and/or equipment cleaning;

d. each period when the SCR control equipmenttisperating and a turbine is operating between

A

e.

50%

and 100% power output, except during periods afigbeand shutdown, regardless of the fuel beipg

burned;
e. upsets or failures associated with emissiontirobsystem or continuous monitoring equipment.

These reports should include the duration of theetipr failure of the controls or CEM, the causes

any action taken to remedy the problem and the atmafuexcess emissions during any control ugset;

f. summary results of any applicable quality aasae testing (i.e., CGA, RATA);
g. atabulation of periods of operation (dispatch

In accordance with 40 CFR 60, 40 CFR 72, BR €5, 310 CMR 7.32., comply with all applicable
reporting requirements contained therein.

Within 60 days of the end of each calendaryhe designated representative shall submitassBEP an
annual compliance certification report pursuatQdCFR Part 72.90 Subpart 1.

In accordance with 310 CMR 7.32, submit repas required by the Massachusetts Clean Airdiattr
Rule (CAIR).

In accordance with 40 CFR §75.64(a) repork B@issions data directly to EPA’s National Comput
Center mainframe computer in a method acceptali#®®. The deadline to submit data to EPA is 3
days after the end of each calendar quarter.

In accordance with 40 CFR §75.61, providédfication of QA testing for Relative Accuracy Tesudits
(RATASs) and 40 CFR Part 75Appendix E/LME (Low Md&3wission) unit tests. Notification must be
made at least 21days prior to the scheduled tésttddhe EPA as required by 40 CFR 75.61(a)5 an

the MassDEP Regional office, Attn: BWP Permit Chi#ftests must be rescheduled, 24 hours notige

must be given, as specified in 40 CFR 75.61(a)(5).
A previously approved RATA protocol may be referemhat the time of test notification, provided tha

=
—

—

the referenced protocol was completed in accordasitbecurrent 40 CFR Part 75 procedures, addrefsses

all previous MassDEP protocol comments to the featiion of the DEP, and none of the information
changed. If a revised protocol must be submiitedust be submitted at least 21 days prior to the
scheduled test date.

In accordance with 40 CFR §75.63(a)(2) stlanhiardcopy of the QA RATA or 40 CFR Part 75
Appendix E/LME test results to the MassDEP Regiaifites within 45 days of completion of tests.
The electronic results must be submitted in thatgug electronic data report (EDR).
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Table 6b

EU# Reporting Requirements'”

MASSPOWERshall

[N

2 8. In accordance with 40 CFR 875.64(a), repestlts from QA daily Calibrations, quarterly Linggar
checks and Appendix D Fuel Flowmeter tests eleitadly in the EDR submittal for the quarter in
which the testing occurs.

9. In accordance with 40 CFR 60.7, submit quigrexcess emissions and monitoring system perfoo@a
and/or summary reports to the EPA Regional Offite o the MassDEP Regional Office.

10. In accordance with 310 CMR 7,32bmit reports as required by the Massachuseten@\é& Interstate
Rule (CAIR).

11. In accordance with 310 CMR 7.70(2)(a)5 anch3mnaittal # X006876, each submission under thg C(
Budget Trading Program shall be submitted, sigaed,certified by the C£authorized account
representative. (State only Requirement)

12. In accordance with 310 CMR 7.70(4)(a) and 3maittal # X006876, for each control period in which
CO, budget source is subject to the g@quirements of 310 CMR 7.70(1)(e)3., submit tsMREP by
the March 1 following the relevant control periedcompliance certification report. The compliance
certification shall contain, at a minimum, the itehisted in 310 CMR 7.70(4)(a)2. and 3. (State only
Requirement)

13. In accordance with 310 CMR 7.70(6)(c) and $maittal # X006876, following the establishment of a
CO, Allowance Tracking System account, all submissimnglassDEP or its agent pertaining to the
account, shall be made only by the £fthorized account representative for the acc¢8tate only
Requirement)

14. In accordance with 310 CMR 7.70(8)(d) and $naittal # X006876the CQ authorized account
representative shall submit written notificatioadMassDEP and the Administrator in accordance with
40 CFR 75.61. (State only Requirement)

15. In accordance with 310 CMR 7.70(8)(e)1. arehsmittal # X006876&o0mply with all recordkeeping
and reporting requirements in 310 CMR 7.70(8) (3, dpplicable record keeping and reporting
requirements under 40 CFR 75.73 and with the reqénts of 310 CMR 7.70(2)(a)5. (State only
Requirement)

16. In accordance with 310 CMR 7.70(8)(e)4.a.d @aransmittal # X006876, report the €Mass emission|
data for the C@budget unit that commenced commercial operatidoreeluly 1, 2008, in an electronjc
format prescribed by the Administrator, unless p#lige prescribed by MassDEP, for each calendar
quarter beginning with the calendar quarter coggdianuary 1, 2009 through March 31, 2009. (Stat¢
only Requirement)

17. In accordance with 310 CMR 7.70(8)(e)4.c. @rahsmittal # X006876, submit to MassDEP or itsrade
a compliance certification in support of each gerytreport. (State only Requirement)

18. In accordance with 310 CMR 7.70(8)(h)6.a. @rahsmittal # X006876, comply with all output
recordkeeping and reporting requirements in 310 GMR(8)(h) and with the requirements of 310
CMR 7.70(1)(e)5. and (2)(a)5. (State only Requinethe

19. In accordance with 310 CMR 7.70(8)(h)6.c. arghsmittal # X006876, submit annual output repirts
a spreadsheet both electronically and in hardcggyidérch 1 for the immediately preceding calendal|
yearto Sue Ann Richardson at the MassDEP Boston officer MassDEP’s agent. (State only
Requirement)

12

5 20. In accordance with 310 CMR 7.03(5) report tas8DEP any construction, substantial reconstructio
or alteration of a degreaser, as described in 4R €.03(8), on the next required Source Registnati
Emission Statement, in accordance with 310 CMR.7.12

A aa—1
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Table 6¢
EU# Reporting Requirements'”
Facility- | MASSPOWERshall
wide 21. Submit a Source Registration/Emission Statéf@m to MassDEP on an annual basis as required b

310 CMR 7.12.

22. In accordance with 310 CMR 7.13(1) and 7.13{2etermined by MassDEP that stack testing is
necessary to ascertain compliance with MassDEBigdations or design approval provisos shall cause
such stack testing to be summarized and submdatbthssDEP as prescribed in the agreed to pretest
protocol.

23. In accordance with 310 CMR 7.00: Appendix G(4)) submit to MassDEP any record relevant to th|s
operating permit or to the emissions of any aitaminant from the facility within 30 days of the
request by MassDEP or EPA.

24. In accordance with 310 CMR 7.00: Appendix §(d@)Q submit to the MassDEP two compliance
summaries, one by January 30 for the time perid-JDecember of the previous calendar year, aad th
other by July 30 for the time period January — Jofrtee current calendar yeafSee Provision 10 in
“GENERAL CONDITIONS FOR OPERATING PERMIT")

25. In accordance with 310 CMR 7.00: Appendix Q{®., submit to annually a certification that the
facility is maintaining the required records towssthe facility is in compliance with the applitab
requirements designated in this per(giee Provision 10 in “GENERAL CONDITIONS FOR
OPERATING PERMIT")

26. In accordance with 310 CMR 7.00: Appendix §(fl0the Permittee shall report to MassDEP’s
Regional Bureau of Waste Prevention all instané¢eewiations from permit requirementéSee
Provision 25 in “GENERAL CONDITIONS FOR OPERATING P ERMIT")

27. In accordance with 310 CMR 7.71(5), by ApB!"12010 and April 15 of each year thereafter report
emissions of greenhouse gases from stationary emsssources including, but not limited to,
emissions from factory stacks, manufacturing preegsnd vents, fugitive emissions, and other
process emissions; and owned or leased motor eshidhen stationary source greenhouse gas
emissions are greater than 5,000 short tons C@2port greenhouse gas emissions electronically in a
format that can be accommodated by the registtgté®nly requirement)

28. In accordance with 310 CMR 7.71(6), certifggmhouse gas emissions reports using a form pvidg
by MassDEP or the registry. (State only requirement

29. In accordance with 310 CMR 7.71(7), by Decen®® of the applicable year, submit to MassDEP
documentation of triennial verification of the gneeuse gas emissions report. (State only
requirement)

Table 6 Notes:

EU # = Emission Unit RATA = Relative Accuracy Test Audit
HAP = Hazardous Air Pollutant NOy = Oxides of Nitrogen

CFR = Code of Federal Regulations CO = Carbon Monoxide

EPA = Environmental Protection Agency CO2 = Carbon Dioxide

EGU = Electric Generating Unit CO2e = Carbon Dioxide Equivalent

CEMs = Continuous Emission Monitoring System NH3 = Ammonia

COMS = Continuous Opacity Monitoring System SCR = Selective Catalytic Reduction

CGA = Cylinder Gas Audit

Table 6 Foot Notes:
(1) The annual Source Registration/Emission Statgrmeport shall be submitted to the MassDEP offigecified in the
instructions. All other reports, including bothnnth summary reports, are to be submitted to tlestévh Regional
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C. GENERAL APPLICABLE REQUIREMENTS

The Permittee shall comply with all generally apglile requirements contained in 310 CMR 7.00
et seg. and 310 CMR 8.00 et. seq., when subject.

©

REQUIREMENTS NOT CURRENTLY APPLICABLE

The Permittee is currently not subject to the feltm requirements:

Table 7

Regulation Reason

310 CMR 7.27 Superseded by 310 CMR 7.28 and 7.32

310 CMR 7.28 As of January 1, 2009, this regulation is no loraggglicable; it was
superseded by 310 CMR 7.32.

40 CFR Part 64 — Compliance Assurancg¢ Not Applicable
Monitoring

40 CFR Part 63 Subpart T: National Not Applicable
Emission Standards for Halogenated
Solvent Cleaning

310 CMR 7.16: Reduction of Single Facility employs less than 250 people.
Occupant Commuter Vehicle Use

Clean Air Act Section 112(r): Accidental | Facility does not store, use, or process any ofisted compounds in
Release Prevention Requirements quantities greater than thresholds.
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5. SPECIAL TERMS AND CONDITIONS

The Permittee is subject to and shall comply withfollowing special terms and conditions thatraoe
contained in Table 3, 4, 5, and 6:

Table 8a
EU# Special Terms and Conditions
1 MASSPOWERshall
2 1. In accordance with MassDEP Approval #1-P-95-028/8%), limit oil use per turbine to no more than

840 hours operation for any consecutive 12-montioge

2. In accordance with MassDEP Approval #1-P-95-028/8%) and 310 CMR 7.00: Appendix C(7)(a), all
emissions (including start-up, shut-down, malfunrttiequipment cleaning and normal operations) mugt
be quantified and included in the total gas turlgiméssions limits to meet the annual requiremefsi®
Operating Permit. A "malfunction” must be both ypected and unavoidable (assuming normal
preventative maintenance procedures have beenatioad¢imely basis).

3. In accordance with MassDEP Approval #1-P-95-028/8%) and 310 CMR 7.00: Appendix C(7)(a),
ensure that a turbine start-up not last more thaget(3) hours duration. The turbine shall be ghbinto
compliance with emission limits as quickly as pblesivhile operating within the manufacturers
recommended start-up procedures.

4. In accordance with MassDEP Approval #1-P-95-028/8%) and 310 CMR 7.00: Appendix C(7)(a),
during normal operation, except during periodstaftsip and shut-down, each turbine may operate af|
from 50% to 100% power output and shall continupusk SCR control equipment, regardless of the
fuel being burned.

5. EU# 1 & 2 are subject to the federal standardesformance for Stationary Gas Turbines, 40 CFR Par
60.330 through 60.335 and shall comply with alllEaple standards.

6. MASSPOWERbecame subject to the Federal Acid Rain Prograianch 2, 2005. EU# 1 & 2 are
subject to the requirements of Phase Il of the fFeédeid Rain Program as defined by EPA in 40 CFR
Part 72. Pursuant to 40 CFR Part 72.71, 40 CFR7R&t3, and 310 CMR 7.00: Appendix C(3)(n),
MassDEP is the permitting authority for Phase liddRain Permits. MassDEP issued the initial Pliasg
Acid Rain Permit for MSSPOWERoN July 15, 2005. The Phase Il Acid Rain Pergiih¢orporated into
this Title V Permit. The renewal of the Title VrRet constitutes a renewal of the Phase Il AcidRai
Permit.

7. Within 60 days of the end of each calendar yea®ySSPOWERshall hold in its S@allowance account at
least one allowance for each ton of,SMitted during the previous year. An allowanca lisnited
authorization to emit SOn accordance with the Acid Rain Program.

8. If MASSPOWERNhas excess emissions in any calendar year, ltsitahit a proposed offset plan as
required under 40 CFR Part 77. In additio®38POWERshall pay any penalties specified in 40 CFR
Part 77 and comply with the terms of an approvéskoplan.
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Table 8b

EU#

Special Terms and Conditions

=

MASSPOWERshall

9.

In accordance with 40 CFR Part 73A8B5POWERS designated representative may buy, sell, trade,

transfer allowances between EU accounts at any éreept between 60 days of the end of the calendar

year and the completion of the annuak&{wance reconciliation for the preceding year(s)

The yearly allowance allocations (tons per yearjlestified in 40 CFR Part 73, Tables 2, 3, or 4
(as amended) are identified below:

Emission Unit YEARS 2015, 2016, 2017, 2018)1®
until the expiration date of this Operating Permit
EU1 0 tons

EU 2 0 tons

10.

Within 60 days of the end of each calendar yeardt@signated representative shall submit to MassDHP

an annual compliance certification report purstiadtd CFR Part 72.90 Subpart I.

11.

EU #1 and 2 are subject to and shall comply withNtassachusetts Clean Air Interstate Rule (CAIR),
310 CMR 7.32, and has submitted a CAIR emissiotrebapplication pursuant to 310 CMR 7.32(3).

12.

EU # 1 & 2 are subject to the Massachusetts Bi@lget Trading Program, 310 CMR 7.70 and shall
comply with all applicable requirements therein.atcordance with 310 CMR 7.70(3)(b), the,CO
authorized account representative shall submitgptete CQ budget emission control plan under 310
CMR 7.70(3)(c) covering EU # 1 & 2 to MassDEP orbefore August 1, 2008. (State only requiremernt

13.

In accordance with 310 CMR 7.18(8)(a) 1., use stlirethe cold cleaning degreaser which has a vap{r

pressure that does not exceed 1.0 mm Hg measu?@ddagrees Celsius. This requirement shall not

apply to the following:

a. cold cleaning degreasers used in special @nehee solvent metal cleaning;

b. cold cleaning degreasers for which the owmeperator has received Department approval of a
demonstration thaompliance with the requirement to use a solvétit a vapor pressure of 1.0 |
Hg or less at 20 degrees Celsius will result inafm®perating condition; and

c. cold cleaning degreasers that are locatermanent total enclosure having conegliipment thg
is designed and operated with an overall VOC coefficiency of 90% or greater.

14.

In accordance with 310 CMR 7.18(8)(a)2., immediatepair any leaks, or the degreaser shall be shu
down.

15.

In accordance with 310 CMR 7.18(8)(a)3., ensuradh@ote solvent reservoir has an open drain assa [e

than 100 square centimeters, otherwise the reqaimenof 310 CMR 7.18(8)(a)3.a.— e. shall apply.

16.

In accordance with 310 CMR 7.18(1)(c), store amspaie of volatile organic compounds (VOCs) in a
manner which will minimize evaporation to the atplosre. Proper storage shall be in a containeravith
tight fitting cover. Proper disposal shall includeineration in an incinerator approved by MassDEP
transfer to another person licensed by MassDERmdIe VOC or any other equivalent method approve
by MassDEP.

)

d
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Table 8c

EU#

Special Terms and Conditions

5 MASSPOWERshall
(cont) | 17.

In accordance with 310 CMR 7.18(8)(e)1. througbrate any solvent metal degreaser using
procedures which minimize evaporative emissionspaatibit spills from the use of said degreaser.
Such procedures include but are not limited to:

a. notification to operators of the performaneguirements that must be practiced in the operation
the degreaser, including the permanent and corsyicposting of labels in the vicinity of the
degreaser detailing performance requirements; and

b. storage of waste degreasing solvent in closethiners, and disposal or transfer of waste degrg
solvent to another party, in a manner such thattlesn 20% of the waste degreasing solvent by
weight can evaporate in to the atmosphere; and

c. where applicable, supplying a degreasing swlspray which is a continuous fluid stream (néine,
atomized or shower type spray) at a pressure wdoels not exceed ten pounds per square inch as
measured at the pump outlet, and use any such gjitfzip the confines of the degreaser.

18.

152

In accordance with 310 CMR 7.18(8)(f), maintairtémsaneous and continuous compliance at all time

Facility | 19.

- wide

MASSPOWERIs subject to, and has stated in their OperatargR application, that MSSPOWERS in

compliance with the requirements of 40 CFR 82: éutiin of Stratospheric Ozone. These requiremerts
are applicable to this facility and the United 8saEnvironmental Protection Agency enforces these
requirements.

20.

In accordance with MassDEP Approval #1-P-95-028/8%), ensure that broadband sound pressure
levels from the operation of the facility not inase more than 10 dB(a) above ambient or produce a
“puretone” condition. (STATE ONLY applicable perBCMR 7.10: Noise).

21.

In accordance with MassDEP Approval Trans. # 840830/92), post conspicuous signs at the ammofyia
unloading rack specifying that the vapor recovgsteam must be used by all trucks unloading product

22.

In accordance with MassDEP Approval Trans. # 840830/92), not allow any trucks to unload produgt
at the ammonia loading rack unless the truck isppeal with a vapor recovery system.

23.

In accordance with MassDEP Approval Trans. # 820830/92), take whatever measures are necessary
to ensure that the flotation spheres in the ammginiage tank containment at all times remain fiiea
ice, snow, or other blockages that would prevesttifrom performing their intended function.

Table 6 Notes:

EU# = Emission Unit

CFR = Code of Federal Regulations

CMR = Code of Massachusetts Regulations

NOx = Oxides of Nitrogen

CO = Carbon Monoxide

CO, = Carbon Dioxide

SO, = Sulfur Dioxide

SCR = Selective Catalytic Reduction

dB(a) = decibel (A weighted) sound pressure level
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6. ALTERNATIVE OPERATING SCENARIOS

The Permittee did not request alternative operategarios in its Operating Permit application.

7. EMISSIONS TRADING

A. INTRA-FACILITY EMISSION TRADING

Pursuant to 310 CMR 7.00: Appendix C(7)(b), emissiades, provided for in this permit, may be
implemented provided the Permittee notifies ThetééhiStates Environmental Protection Agency

(EPA) and the MassDEP at least fifteen (15) dayadwmance of the proposed changes and the

Permittee provides the information required in 8MR 7.00: Appendix C(7)(b)3.

Any intra-facility change that does not qualify guant to 310 CMR 7.00: Appendix C(7)(b)2 is
required to be submitted to the MassDEP pursua3t@®CMR 7.00: Appendix B.

|oo

INTER-FACILITY EMISSION TRADING

The Permittee is currently authorized to engagmniissions trading under the following federal and
state regulatory programs.

Table 10.

Emissions Trading

40 CFR Parts 72 & 73

SO, Allowance System

310 CMR 7.32 Massachusetts Clean Air Interstate RUNOx Allowance Trading Program
310 CMR 7.71 Massachusetts CO2 Budget Trading Bmogr

310 CMR 7.00 Emission Offsets

Appendix A

All increases in emissions due to emission tradimgst be authorized under the applicable
requirements of 310 CMR 7.00: Appendix B (the "Esiuas Trading Program") and the 42 U.S.C.
87401 et seq. (the "Act"), and provided for in tAgrmit.

8. COMPLIANCE SCHEDULE

The Permittee has indicated that the facility isémpliance and shall remain in compliance with the
applicable requirements contained in Sections 45and

In addition, the Permittee shall comply with anpligable requirements that become effective dutimay

Permit term.
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GENERAL CONDITIONS FOR OPERATING PERMIT
9. FEES

The Permittee has paid the permit application fmsing fee and shall pay the annual compliancenfee i
accordance with the fee schedule pursuant to 31R @NIO.

10. COMPLIANCE CERTIFICATION

All documents submitted to the MassDEP shall contertification by the responsible official of tnut
accuracy, and completeness. Such certificatiolhlshidn compliance with 310 CMR 7.01(2) and contai
the following language:

"I certify that | have personally examined the fmimg and am familiar with the information contairia
this document and all attachments and that, baseayanquiry of those individuals immediately
responsible for obtaining the information, | beidtat the information is true, accurate, and cetepl|
am aware that there are significant penaltiesubrrstting false information, including possibledmand
imprisonment.”

The “Operating Permit Reporting Kit” contains ingttions and the Annual Compliance Report and
Certification and the Semi-Annual Monitoring SumgBeport and Certification. The “Operating
Permit Reporting Kit” is available to the Permitiga the MassDEP’s web site,
http://www.mass.gov/dep/air/approvals/agforms.htm#o

A. Annual Compliance Report and Certification

The Responsible Official shall certify, annually fbe calendar year, that the facility is in
compliance with the requirements of this Operakegmit. The report shall be postmarked or
delivered by January 30 to the MassDEP and to th€d@mpliance Clerk, U.S. Environmental
Protection Agency - New England Region. The repoall be submitted in compliance with the
submission requirements below.

The compliance certification and report shall dibéscr

1) the terms and conditions of the Permit that ardottsis of the certification;

2) the current compliance status and whether com@iaras continuous or intermittent during the
reporting period;

3) the methods used for determining compliance, irietud description of the monitoring, record
keeping, and reporting requirements and test mettzodi

4) any additional information required by the MassDi&Hetermine the compliance status of the
source.

|0

Semi-Annual Monitoring Summary Report and Certifima
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11.

The Responsible Official shall certify, semi-aniyiah the calendar year, that the facility is in
compliance with the requirements of this Permite Teport shall be postmarked or delivered by
January 30 and July 30 to the MassDEP. The repaltbe submitted in compliance with the
submission requirements below.

The compliance certification and report shall dibéscr

1) the terms and conditions of the Permit that ardottsis of the certification;
2) the current compliance status during the repogiripd,;

3) the methods used for determining compliance, inetud description of the monitoring, record
keeping, and reporting requirements and test method

4) whether there were any deviations during the remgpperiod;

5) if there are any outstanding deviations at the tifreporting, and the Corrective Action Plan
to remedy said deviation;

6) whether deviations in the reporting period wereviogsly reported;

7) if there are any outstanding deviations at the tfreporting, the proposed date of return to
compliance;

8) if the deviations in the reporting period have me¢d to compliance and date of such return to
compliance; and

9) any additional information required by the MassD&Hetermine the compliance status of the
source.

NONCOMPLIANCE

Any noncompliance with a permit condition consétug violation of 310 CMR 7.00: Appendix C and the
Clean Air Act, and is grounds for enforcement actior Permit termination or revocation, or for dedmof

an Operating Permit renewal application by the Nd&$3 and/or EPA. Noncompliance may also be
grounds for assessment of administrative or cafilgities under M.G.L. ¢.21A, 8§16 and 310 CMR 5.00;
and civil penalties under M.G.L. c.111, 8142A aA@R. This Permit does not relieve the Permittemfro
the obligation to comply with any other provisiaf310 CMR 7.00 or the Act, or to obtain any other
necessary authorizations from other governmenticgs, or to comply with all other applicable Fedje
State, or Local rules and regulations, not adddeissthis Permit.

12.

A.

PERMIT SHIELD

This facility has a permit shield provided thadjiterates in compliance with the terms and
conditions of this Permit. Compliance with the teramd conditions of this Permit shall be deemed
compliance with all applicable requirements spealify identified in Sections 4, 5, 6, and 7, foe th
emission units as described in the Permittee'scgpipin and as identified in this Permit.

Where there is a conflict between the terms anditions of this Permit and any earlier approval or
Permit, the terms and conditions of this Permitin

The MassDEP has determined that the Permitted isun@ntly subject to the requirements listed
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in Section 4, Table 7.
C. Nothing in this Permit shall alter or affect thédaing:

1) the liability of the source for any violation of@jzable requirements prior to or at the time of
Permit issuance.

2) the applicable requirements of the Acid Rain Pnogreonsistent with 42 U.S.C. §7401,
8408(a); or

3) the ability of EPA to obtain information under 423.C. §7401, 8114 or 8303 of the Act.

13. ENFORCEMENT

The following regulations found &0 CMR 7.02(8)(h) Table 6 for wood fuel, 7.04(B)X5(8), 7.09
(odor), 7.10 (noise), 7.18(1)(b), 7.21, 7.22, 7aRd any condition(s) designated as "state only'hate
federally enforceable because they are not requineér the Act or under any of its applicable
requirements. These regulations and conditionsatrenforceable by the EPA. Citizens may seek
equitable or declaratory relief to enforce thegpilations and conditions pursuant to Massachusetts
General Law Chapter 214, Section 7A

All other terms and conditions contained in thisnfig including any provisions designed to limit a
facility's potential to emit, are enforceable by MassDEP, EPA and citizens as defined under the Ac

A Permittee shall not claim as a defense in anreafoent action that it would have been necessary to
halt or reduce the permitted activity in order taintain compliance with the conditions of this Piérm

14. PERMIT TERM

This Permit shall expire on the date specifiednencover page of this Permit, which shall not ber lHhan
the date 5 years after issuance of this Permit.

Permit expiration terminates the Permittee's rigltperate the facility's emission units, contiplipment

or associated equipment covered by this Permigssrd timely and complete renewal application is
submitted at least 6 months before the expirataia.d

15. PERMIT RENEWAL

Upon the MassDEP's receipt of a complete and tirmpplication for renewal, this facility may contato
operate subject to final action by the MassDEPerrénewal application.

In the event the MassDEP has not taken final actiothe Operating Permit renewal application pigor
this Permit's expiration date, this Permit shatha@ in effect until the MassDEP takes final actionthe
renewal application, provided that a timely and plate renewal application has been submitted in
accordance with 310 CMR 7.00: Appendix C(13).

16. REOPENING FOR CAUSE

This Permit may be modified, revoked, reopened,raisdued, or terminated for cause by the MassDEP
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and/or EPA. The responsible official of the fagilinay request that the MassDEP terminate thetiail
Operating Permit for cause. The MassDEP will reaqqahamend this Permit in accordance with the
conditions and procedures under 310 CMR 7.00: Agipe(14).

The filing of a request by the Permittee for an @pieg Permit revision, revocation and reissuaoce,

termination, or a notification of a planned changeanticipated noncompliance does not stay any&diper
Permit condition.

17. DUTY TO PROVIDE INFORMATION

Upon the MassDEP's written request, the Permitiak firnish, within a reasonable time, any infotima
necessary for determining whether cause existséalifying, revoking and reissuing, or terminatihg t
Permit, or to determine compliance with the Perrdipon request, the Permittee shall furnish to the
MassDEP copies of records that the Permittee isinetjto retain by this Permit.

18. DUTY TO SUPPLEMENT

The Permittee, upon becoming aware that any reldéaets were omitted or incorrect information was
submitted in the permit application, shall promtijomit such supplementary facts or corrected
information. The Permittee shall also provide tddal information as necessary to address any
requirements that become applicable to the fadifitlgr the date a complete renewal application was
submitted but prior to release of a draft permit.

The Permittee shall promptly, on discovery, repmthe MassDEP a material error or omission in any
records, reports, plans, or other documents preljiquovided to the MassDEP.

19. TRANSFER OF OWNERSHIP OR OPERATION

This Permit is not transferable by the Permittdessxdone in accordance with 310 CMR 7.00: Appendix
C(8)(a). A change in ownership or operation cdrigroonsidered an administrative permit amendrifent
no other change in the Permit is necessary anddatthat a written agreement containing a spedéie
for transfer of Permit responsibility, coverage #ability between current and new Permittee, heenb
submitted to the MassDEP.

20. PROPERTY RIGHTS

This Permit does not convey any property rightarof sort, or any exclusive privilege.

21. INSPECTION AND ENTRY

Upon presentation of credentials and other docusresitnay be required by law, the Permittee sHaWal
authorized representatives of the MassDEP, andtaparform the following:

A. enter upon the Permittee's premises where an opgepegrmit source activity is located or
emissions-related activity is conducted, or whemrds must be kept under the conditions of this
Permit;
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B. have access to and copy, at reasonable timeseeonds that must be kept under the conditions of
this Permit;
C. inspect at reasonable times any facilities, equigrtiecluding monitoring and control equipment),

practices, or operations regulated or required wiie Permit; and

D. Sample or monitor at reasonable times any substamgearameters for the purpose of assuring
compliance with the Operating Permit or applicablguirements as per 310 CMR 7.00 Appendix

C)(9)(12).

22. PERMIT AVAILABILITY

The Permittee shall have available at the faciityall times, a copy of the materials listed urglid CMR
7.00: Appendix C(10)(e) and shall provide a copthefOperating Permit, including any amendments or
attachments thereto, upon request by the MassDEPAr

23. SEVERABILITY CLAUSE

The provisions of this Permit are severable, aadhyf provision of this Permit, or the applicatidraay
provision of this Permit to any circumstances dkltinvalid, the application of such provision ther
circumstances, and the remainder of this Permat| bt be affected thereby.

24, EMERGENCY CONDITIONS

The Permittee shall be shielded from enforcemeidrabrought for noncompliance with technology lihse
emission limitations specified in this Permit agsult of an emergentyIn order to use emergency as an
affirmative defense to an action brought for nonpliance, the Permittee shall demonstrate the &dfifra
defense through properly signed, contemporaneceratipg logs, or other relevant evidence that:

A. an emergency occurred and that the Permittee eatifidthe cause(s) of the emergency;

B. the permitted facility was at the time being prdpeperated;

C. during the period of the emergency, the Permitiek &ll reasonable steps as expeditiously as
possible, to minimize levels of emissions that exeel the emissions standards, or other

requirements in this Permit; and

D. the Permittee submitted notice of the emergendyddassDEP within two (2) business days of
the time when emission limitations were exceedezltduhe emergency. This notice must contain

! Technology based emission limits are those estaddion the basis of emission reductions achieweitievarious
control measures or process changes (e.g., a nawesperformance standard) rather than those is$tebito attain
health based air quality standards.

? An "emergency" means any situation arising frontdem and reasonably unforeseeable events beyondritrel
of the source, including acts of God, which simtivould require immediate corrective action taaesnormal
operation, and that causes the source to excesthadiogy based limitation under the Permit, duani@voidable
increases in emissions attributable to the emeygeAn emergency shall not include noncomplianciagoextent
caused by improperly designed equipment, lack @fqartative maintenance, careless or improper dpesabperator
error or decision to keep operating despite knogéeaf any of these things.
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a description of the emergency, any steps takeritigate emission, and corrective actions taken.

If an emergency episode requires immediate ndiificdo the Bureau of Waste Site Cleanup/Emergency
Response, immediate notification to the approppatées should be made as required by law.

25. PERMIT DEVIATION

Deviations are instances where any permit conditfowiolated and not reported as an emergency
pursuant to section 24 of this Permit. Reportingganit deviation is not an affirmative defensedotion
brought for noncompliance. Any reporting requiratsdisted in Table 6. of this Operating Permitlisha
supersede the following deviation reporting requiats, if applicable.

The Permittee shall report to the MassDEP's RepBmaau of Waste Prevention the following deviasio
from permit requirements, by telephone, fax orteteic mail (e-mail) , within three (3) days of disery
of such deviation:

A. Unpermitted pollutant releases, excess emissionparity exceedances measured directly by
CEMS/COMS, by EPA reference methods or by othetilbke evidence, which are ten percent
(10%) or more above the emission limit.

B. Exceedances of parameter limits established by @pearating Permit or other approvals, where the
parameter limit is identified by the Permit or apyal as surrogate for an emission limit.

C. Exceedances of Permit operational limitations diyamorrelated to excess emissions.

D. Failure to capture valid emissions or opacity nantig data or to maintain monitoring equipment
as required by statutes, regulations, your Opey&armit, or other approvals.

E. Failure to perform QA/QC measures as required oy @perating Permit or other approvals for
instruments that directly monitor compliance.

For all other deviations, three (3) day notificatie waived and is satisfied by the documentatimuired in
the subsequent Semi-Annual Monitoring Summary aedif@ation. Instructions and forms for reporting
deviations are found in the MassDEP Bureau of WRstgention Air Operating Permit Reporting Kit,
which is available to the Permittee via the MassBERbD site,
http://www.mass.gov/dep/air/approvals/agforms.htm#o

This report shall include the deviation, includthgse attributable to upset conditions as defingte
Permit, the probable cause of such deviationsttendorrective actions or preventative measuresntak

Deviations that were reported by telephone, fasdectronic mail (e-mail) within 3 days of discoveswid
deviations shall also be submitted in writing ¥ia Operating Permit Deviation Report to the rediona
Bureau of Waste Prevention within ten (10) daydis€overy. For deviations, which do not requirda3-
verbal notification, follow-up reporting requiremsrare satisfied by the documentation requiretién t
aforementioned Semi-Annual Monitoring Summary aedti@ication.
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26. OPERATIONAL FLEXIBILITY

The Permittee is allowed to make changes at thiyamnsistent with 42 U.S.C. 87401, 8502(b)(ha}
specifically prohibited by the Permit and in corapkie with all applicable requirements provided the
Permittee gives the EPA and the MassDEP writteicaifteen days prior to said change; notification
not required for exempt activities listed at 310 RIVL0O0: Appendix C(5)(h) and (i). The notice shall
comply with the requirements stated at 310 CMR :7Appendix C(7)(a) and will be appended to the
facility's Permit. The permit shield allowed far3d0 CMR 7.00: Appendix C(12) shall not applyltege
changes.

27. MODIFICATIONS

A. Administrative Amendments - The Permittee may nedienges at the facility which are
considered administrative amendments pursuant@dCBAR 7.00: Appendix C(8)(a)1., provided
they comply with the requirements established atGWR 7.00: Appendix C(8)(b).

B. Minor Modifications - The Permittee may make changethe facility which are considered minor

modifications pursuant to 310 CMR 7.00: Appendi8)({)2.,provided they comply with the
requirements established at 310 CMR 7.00: Appe@@®j(d).

C. Significant Modifications - The Permittee may makenges at the facility which are considered
significant modifications pursuant to 310 CMR 7.8@pendix C(8)(a)3., provided they comply
with the requirements established at 310 CMR A@@endix C(8)(c).

D. No permit revision shall be required, under anyrapgd economic incentives program, marketable
permits program, emission trading program and ctimeitar programs or processes, for changes
that are provided in this Operating Permit. A riewigo the Permit is not required for increases in
emissions that are authorized by allowances aatjpiresuant to the Acid Rain Program under Title
IV of the Act, provided that such increases doraqtiire an Operating Permit revision under any

other applicable requirement.

28. OZONE DEPLETING SUBSTANCES

This section contains air pollution control reqoients that are applicable to this facility, and thated
States Environmental Protection Agency enforcesethequirements.

A. The Permittee shall comply with the standardsdbeling of products using ozone-depleting
substances pursuant to 40 CFR Part 82, Subpart E:

1) All containers containing a class | or class listahce that is stored or transported, all products
containing a class | substance, and all produatgttiy manufactured with a class | substance

must bear the required warning statement if ieisdp introduced into interstate commerce
pursuant to 40 CFR 82.106.

2) The placement of the required warning statement oamply with the requirements of 40
CFR 82.108.
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29.

3) The form of the label bearing the required warrgtegement must comply with the
requirements of 40 CFR 82.110.

4) No person may modify, remove or interfere with tbguired warning statement except as
described in 40 CFR 82.112.

The Permittee shall comply with the standards doycling and emissions reduction pursuant to
40 CFR Part 82, Subpart F, except as provided @onvehicle air conditioners (MVAC) in
Subpart B:

1) Persons opening appliances for maintenance, sereair or disposal must comply with the
required practices of 40 CFR 82.156.

2) Equipment used during the maintenance, serviceijrrepdisposal of appliances must comply
with the standards for recycling and recovery eapeipt of 40 CFR 82.158.

3) Persons performing maintenance, service, repaisposal of appliances must be certified by
an approved technician certification program pumnst@40 CFR 82.161.

4) Persons disposing of small appliances, MVACs andAN@\ike appliances (as defined in 40
CFR 82.152) must comply with recordkeeping requinets of 40 CFR 82.166.

5) Persons owning commercial or industrial procesgeration equipment must comply with the
leak repair equipment requirements of 40 CFR 82.156

6) Owners/operators of appliances normally contaibidigr more pounds of refrigerant must
keep records of refrigerant purchased and addsactoappliances pursuant to 40 CFR 82.166.

If the Permittee manufactures, transforms, importexports a class | or class Il substance, the
Permittee is subject to all the requirements asiipe in 40 CFR Part82, Subpart A, "Production
and Consumption Controls".

If the Permittee performs a service on motor (Jleethicles when this service involves ozone-
depleting substance refrigerant (or regulated #ubstsubstance) in the motor vehicle air
conditioner (MVAC), the permittee is subject to thié applicable requirements as specified in 40
CFR Part 82, Subpart B, "Servicing of Motor Vehid& Conditioners". The term "motor
vehicle" as used in Subpart B does not includehacigein which final assembly of the vehicle
has not been completed. The term "MVAC" as usefuhpart B does not include the air-tight
sealed refrigeration system used as refrigerategbaar system used on passenger buses using
HCFC-22 refrigerant.

The Permittee shall be allowed to switch from amgr®-depleting substance to any alternative

that is listed in the Significant New AlternativBsogram (SNAP) promulgated pursuant to 40
CFR Part 82, Subpart G, "Significant New AlternaiPolicy Program".

PREVENTION OF ACCIDENTAL RELEASES

This section contains air pollution control requients that are applicable to this facility, and thrted
States Environmental Protection Agency enforcesethequirements.

Your facility is subject to the requirements of taeneral Duty Clause, under 112(r)(1) of the CAA

Amendments of 1990. This clause specifies that esvoeoperators of stationary sources producing,
processing, handling or storing a chemical in amgngjity listed in 40 CFR Part 68 or any other exiety
hazardous substance have a general duty to idéwifgrds associated with these substances and to



MASSPOWER Renewal Air Quality Operating Permit
Appl. # 1-0-10-007; Trans. #X231873
Page 33 of 34

design, operate and maintain a safe facility, deoto prevent releases and to minimize the coresess
of accidental releases which may occur.
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APPEAL CONDITIONS FOR OPERATING PERMIT

This Permit is an action of the MassDEP. If yoai@aggrieved by this action, you may request an
adjudicatory hearing within 21 days of issuancthisf Permit. In addition, any person who partitégan
any public participation process required by thddral Clean Air Act, 42 U.S.C. 87401, 8502(b)(6) o
under 310 CMR 7.00: Appendix C(6), with respedh® MassDEP's final action on operating permits
governing air emissions, and who has standingemstin respect to the matter pursuant to federal
constitutional law, may initiate an adjudicatonatieg pursuant to Chapter 30A, and may obtain jallic
review, pursuant to Chapter 30A, of a final decidiwerein.

If an adjudicatory hearing is requested, the fyaitiust continue to comply with all existing fedexad
state applicable requirements to which the fadtiitgurrently subject, until a final decision isugd in the
case or the appeal is withdrawn. During this mEkrilbe application shield shall remain in effeci] ¢he
facility shall not be in violation of the Act foperating without a Permit.

Under 310 CMR 1.01(6)(b), the request must sta&ariyl and concisely the facts which are the grofimds
the request, and the relief sought. Additiondhg request must state why the Permit is not ctemdigvith
applicable laws and regulations.

The hearing request along with a valid check paytbirhe Commonwealth of Massachusetts in the
amount of one hundred dollars ($100.00) must béeh&o:

The Commonwealth of Massachusetts
Department of Environmental Protection
P.O. Box 4062
Boston, MA 02211

The request will be dismissed if the filing fea@ paid unless the appellant is exempt or graatediver
as described below.

The filing fee is not required if the appellangisity or town (or municipal agency) county, ortiis of the
Commonwealth of Massachusetts, or a municipal hgusithority.

The MassDEP may waive the adjudicatory hearinggfifee for a person who shows that paying the fée w
create an undue financial hardship. A person sgekiwaiver must file, together with the hearinguest

as provided above, an affidavit setting forth thet$ believed to support the claim of undue fir@nci
hardship.



